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July 10, 2014
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TDEC Divisions
Air Pollution Control — Central Office
9" Floor L & C Annex

401 Church Street
Nashville, TN 37243

Dear Regulator:

Please find the attached copies of recent Stage I (EPA-NESHAP CCCCCC) test results
for the following locations:

Site # Address Date of Test Test (s) performed
Speedway # 7147 2920 Decatur Pike, Athens, TN 06-19-2014 CONSTRUCTION —
Facility # 3540231 | (McMinn County) Pressure Decay, PV Vent Caps
& Vapor Balance Survey

Official Test Report(s) Included

If there has been a change in personnel, address or you do not require test reports to be sent,
or if you would like for the reports to be emailed please let us know.

Should you have any questions or require additional information at this time, please do not hesitate
to call 614.923.0154.

Thank you,

-._M/k'?g@p%nx{, B
C i

Sue Pelphrey

Special Projects Admin Assist

US Tank Alliance, Inc.

spelphrey @ustankalliance.com

Copy sent to State of Tennessee 401 Church St., Nashville, TN 37243 UST Division
And EPA Region IV in Atlanta, GA

7400 Skyline Drive East, Suite A + Columbus, OH 43235 -+ (614) 923-0154 - Fax: (614) 923-0111
www.ustankalliance.com
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7400 Skyline Drive East
Columbus, OH 43235
(614) 923-0154 / Fax (614) 923-0111

CERTIFICATE OF PRESSURE DECAY (STATIC LEAK) TESTING
VAPOR BALANCE SYSTEM PERFORMANCE

TEST DATE: 6/19/14

CUSTOMER: Speedway, LLC LOCATION: Speedway #7147
2920 Decatur Pike

Athens, TN 3730\3
TOEQ & 3540931

~ SITE DATA

STAGE II PRESENT: STAGE I TYPE:
STAGE Il MAKE / MFG: STAGE I MANIFOLDED:

"TEST | PRODUCT | TANK | GALLONS | TANK | ALLOWABLE TEST#1 | TEST #2 | TEST #3

1 RUL 19,951 17,246 2,705 1.69 Initial Pressure ("WC): 2.00 2.00

2 PUL 7,796 6,863 933 1.21 Pressure @ 1 Min. ("WC): 2.00 2.00 2.00

3 E85 4,021 3,648 373 0.73 Pressure @ 2 Min. ("WC): 2.00 2.00 2.00
Pressure @ 3 Min. ("WC): 2.00 2.00 2.00

Pressure @ 4 Min. ("WC): 2.00 2.00 2.00

Total Ullage (Manifolded Systems): N/A Pressure @ 5 Min. ("WC): 2.00 2.00 2.00

Allowable Decay: N/A
Tanks Manifolded (Vapor Tie Test): NO Vapor Balance Results: PASS PASS PASS

TEST PROCEDURE: Performed per CARB TP 201.3 to the criteria established by 40 CFR Part 63 Subpart CCCCCC, Table 1(h)

' PRESSURE DECAY CRITERIA
e INITIAL PRESSURE OF 2 INCHES WATER COLUMN (WC) ‘
ULLAGE | Minimum Pressure | ULLAGE | Minimum Pressure | ULLAGE | Minimum Pressure
(gallons) after 5 min. (gallons) after 5 min. (gallons) after 5 min.
; {Inches WC) (Inches WC) : (Inches WC)
500 0.73 1,200 1.32 4,000 1.76
550 0.80 1,400 1.40 | 4500 | 179 |
600 0.87 1,600 1.46 5,000 1.81
650 0.93 1,800 1.51 6,000 1.84
700 0.98 2,000 1.56 7,000 1.86
750 1.03 2,200 1.59 8,000 1.88
800 1.07 2,400 1.62 9,000 1.89
850 | 141 | 2600 | 165 | 10000 1.90
900 1.5 2,800 1.67 15,000 1.93
v B0 o], _ 118 3,000 168 | 20000 | 1.95
1,000 1.21 3,500 1.73 25,000 1.96

COMMENTS:

The vapor tie test was conducted and found that the tanks are not vapor tied so separate pressure decay tests were conducted.

TECHNICIAN NAME: Kenny Colley SIGNATURE: f< €41l Y/
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—ALLIANCE, INC.

7400 Skyline Drive East
Columbus, OH 43235
(614) 923-0154 / Fax (614) 923-0111

PRESSURE/VACUUM (P/V) VENT VALVE TEST (TP 201.1E)

TEST DATE: 6/19/14
CUSTOMER: Speedway LLC

TEST PURPOSE:

[C] FEDERAL

FACILITY: Speedway # 7147
2920 Decatur Pike
Athens, TN 371303
ThEQ # 35U 033)

[] STATE BOTH

1 PRODUCT:
Manufacturers Specified Positive Leak Rate (CFH):

Measured Positive Leak Rate (CFH): | 0.019
Positive Cracking Pressure (in. H20, allowable 2.5 - 6.0):

INDIVIDUAL RESULT: |PASS

Manufacturers Specified Negative Leak Rate (CFH):
Measured Negative Leak Rate (CFH): | -0.017
Negative Cracking Press (in. H20, allowable 6.0 - 10.0): | -7.400

2 PRODUCT:
Manufacturers Specified Positive Leak Rate (CFH):

Measured Positive Leak Rate (CFH): 0.020
Pasitive Cracking Pressure (in. H20, allowable 2.5 - 6.0):

INDIVIDUAL RESULT: [PASS
Manufacturers Specified Negative Leak Rate (CFH):
Measured Negative Leak Rate (CFH): -0.020
Negative Cracking Press (in. H20, allowable 6.0 - 10.0): | -8.450

3 PRODUCT:
Manufacturers Specified Positive Leak Rate (CFH):

Measured Positive Leak Rate (CFH): | 0.019
Pasitive Cracking Pressure (in. H2O, allowable 2.5 - 6.0).

INDIVIDUAL RESULT:
Manufacturers Specified Negative Leak Rate (CFH):
Measured Negative Leak Rate (CFH): | -0.019
Negative Cracking Press (in. H20, allowable 6.0 - 10.0): [ -8.250

4 PRODUCT: |:|

Manufacturers Specified Positive Leak Rate (CFH):

Measured Positive Leak Rate (CFH): l:]
Positive Cracking Pressure (in. H20, allowable 2.5 - 6.0): :l

MAKE: !:l MODEL: I:I

INDIVIDUAL RESULT: |:|

Manufacturers Specified Negative Leak Rate (CFH):

Measured Negative Leak Rate (CFH): :l
Negative Cracking Press (in. H20, allowable 6.0 - 10.0): I:l

TOTAL POSITIVE LEAK RATE ALL VALVES: | 0.058
allowable .17 CFH, for federal testing only

RESULT:

TOTOAL NEGATIVE LEAK RATE ALL VALVES: |.0.056
allowable .63 CFH, ,for federal testing only

RESULT:

COMMENTS:

TECHNICIAN: Kenny Colley

(il

SIGNATURE: i
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